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Enclosure, EN-=31004, NEU Serving Building 420
Process Water(RF/EXT—West)

COPYRICHT JOHNSON CONTROLS, INC.1993

PANEL MATERIAL

DEVICE TAG QTY CODE NUMBER DESCRIPTION
EN-31004 1 EN-BSF201-0 2 SLOT BASE FRAME
1 EN-EVC200-0 NCU/NEU 16X30 ENCLOSURE
-1, 7 FM-IUNI0I-0
Ll-%Ll-L
LI_S'LI 9 3 FM-1BN101-0 2 BINARY INPUT FM
1,L0-3 2 FM-0AP121-0 E/P OUTPUT FM F/DCM 1SLOT
2,L0-4, S FM-KIT127-0 M BLANKIFFS
L0-8-L0-10
L0-5-L0-7 3 FM-ORL101-0 LATCH RELAY OUTPUT FM
NU-1 1 NU-DCN140-0 DIGITAL CONTROL
2 1 NU-XBN101-0 XM 32 BIN INPUT
Ps-1-PS-2 3 NU-PVR101-0 Y
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